linois Department of Transportation

2300 South Dirksen Parkway / Springfield, lllinois / 62764

May 30, 2008

SUBJECT: FAU Route 3537
Project TE-00D1(753)
Section 06-00122-00-SW (Maywood)
Cook County
Contract No. 83938
Item 106A
June 13, 2008 Letting

TO PROSPECTIVE BIDDERS:

In accordance with your request, we have sent you plans and/or a proposal for the
subject improvement.

To clarify information it is necessary to revise the following:

1. Remove existing pages 24, 25 and 26 from the special provisions and replace with
the attached revised pages 24, 25 and 26.
2. Remove existing plan page 18 and replace it with the attached revised page 18.

Prime contractors must utilize the enclosed material when preparing their bid and must
include any Schedule of Prices changes in their bidding proposal. Bidders using
computer-generated bids are cautioned to reflect any and all Schedule of Prices
changes, if involved, into their computer programs.

Since the proposal sheets are printed back to back, bidders are cautioned to exercise
care when inserting revised and/or added special provisions into their proposals.

Please call 217-782-7806 if any of the above-described material is not included in this
transmittal.

Very truly yours,
Eric Harm

Interim Engineer of Design
and Environment

Q@ﬂ%&s

By: Ted B. Walschleger, P. E.
Engineer of Project Management




Transportation Corridor
Beautification Project

Yillage of Maywood
Section No. 06-00122-00-SW

3) All concrete debris shall be removed and disposed of by the Contractor.
4) Areas adjacent to each side of the handhole shall be excavated to allow for forming.

5) The existing frame-and cover shall be replaced if it was damaged during removal or a determined by the
Engineer.

Basis of Payment: This item shall be paid for at the Contract unit price per Each for HANDHOLE TO BE
ADJUSTED, which price shall include all labor, material, and equipment necessary to adjust handholes in accordance
with the Specifications.

DECORATIVE LIGHT POLE, CONCRETE, 30° MOUNTING HEIGHT WITH 1-6° MAST ARM AND 1-3°
MAST ARM

Work shall be in accordance with Section 830 insofar as applicable, modified herein and as detailed on the Plans.

The light pole shall be in accordance with Section 1069 insofar as much as applicable and as specified herein and as
detailed on the Plans. The light pole and arms shall be as manufactured by or equal of the type listed herein:

Pole:
1 Stresscrete: KWH30 E11 140-20/30
2) Ameron: VEWX-9.0
3) Orequal
Finish to Be:
Black with 2 coats Acrylic for full length of pole
6’ Mast Arm:
1) King: " KA30-T-1-72 Scroll Arm, Aluminum Powder Coat Black
2) Lumec: VR6-1A-BKTX Scroll Arm, Aluminum Powder Coat Black
3) Orequal
3’ Mast Arm:
1) Kimg: KA75W-Santiago Arm, Aluminum Powder Coat Black
2) Lumec: CRFT-M-BKTX Arm, Aluminum Powder Coat Black
3) Orequal

The pole is to be fluted round, spun concrete direct bury and must meet AASHTO requirements. Each pole shall have
a four inch PVC sleeve installed by the pole manufacturer from the bellow grade apertures to the above grade hand
hole.
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Transportation Corridor

Beautification Project
Yillage of Maywood

Section No. 06-00122-00-SW

Basis of Payment: This item shall be paid for at the Contract unit price per Each for DECORATIVE LIGHT POLE,
CONCRETE, 30° MOUNTING HEIGHT WITH 1-6° MAST ARM AND 1-3° MAST ARM, which price shall
include all labor, material, and equipment necessary to install the light pole in accordance with the Specifications.

DECORATIVE LUMINAIRE, METAL HALIDE, HORIZONTAL MOUNT 150 WATT

Work shall be in accordance with Section 821 insofar as applicable, modified herein and as detailed on the Plans.

The light pole shall be in accordance with Section 1067 insofar as much as applicable and as specified herein and as
detailed on the Plans. The luminaire shall be as manufactured by or equal of the type listed herein:

1) King: X803 EGD I 150(MOG) MH 240 KPL10 BK
2) Lumec: RN20-150-MH-THA3-GL-240-SMA
3) OrEqual

Basis of Payment: This item shall be paid for at the Contract unit price per Each for DECORATIVE LUMINAIRE,
METAL HALIDE, HORIZONTAL MOUNT 150 WATT, which price shall include all labor, material, and equipment
necessary to install the luminaire in accordance with the Specifications.

DECORATIVE LUMINAIRE, METAL HALIDE, HORIZONTAL MOUNT 175 WATT

‘Work shall be in accordance with Section 821 insofar as applicable, modified herein and as detailed on the Plans.

The light pole shall be in accordance with Section 1067 insofar as much as applicable and as specified herein and as
detailed on the Plans. The luminaire shall be as manufactured by or equal of the type listed herein:

1) King: K803 EGD I 175(MOG) MH 240 KPL10 BK
2) Lumec: RN20-175-MH-THA3-GL-240-SMA
3) OrEqual

Basis of Payment: This item shall be paid for at the Contract unit price per Each for _ LUMINAIRE,
METAL HALIDE, SPECIAL,TYPE |}l, 175 WATT, which price shall include all labor, material, and equipment
necessary to install the luminaire in accordarice with the Specifications.

DECORATIVE LUMINAIRE, METAL HALIDE, HORIZONTAL MOUNT 400 WATT

Work shall be in accordance with Section 821 insofar as applicable, modified herein and as detailed on the Plans.

The light pole shall be in accordance with Section 1067 insofar as much as applicable and as specified herein and as
detailed on the Plans. The luminaire shall be as manufactured by or equal of the type listed herein:

1) King: K803 EGD I 400(MOG) MH 240 KPL10 BK
2) Lumec: RN20-400-MH-THA3-GL-240-SMA
3) OrEqual
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Transportatioh Corridor
Beautification Project

YVillage of Maywood
Section No. 06-00122-00-SW

Basis of Payment: This item shall be paid for at the Contract unit price per Each for ' LUMINAIRE,
METALHALIDE, SAPEC/A/ , 400 WATT, which price shall include all labor, material, and equipment
necessary 1o install the luminaire in accordance with the Specifications.

DECORATIVE LUMINAIRE, METAL HALIDE HORIZONTAL MOUNT 70 WATT

Work shall be in accordance with Section 821 insofar as applicable, modified herein and as detailed on the Plans.

The luminaire shall be in accordance with Section 1067 insofar as much as applicable and as specified herein and as
detailed on the Plans. The luminaire shall be as manufactured by or equal of the type listed herein:

1) King; K56 S P SARII 70(MOG) MH 240

2) Lumec: L70P-70MH-PC-C-RR3-QTA/240-BKTX

3) Orequal

The luminaire shall be provided with a Bussman, HEY-AW fuse holder or approved equal and shall have a black
finish. -

Basis of Payment: This item shall be paid for at the Contract unit price per Each for LUMINAIRE,
METAL HALIDE, SPE£C/AL,TYE |[(, 70 WATT, which price shall include all labor, material, and equipment
necessary to install the luminaire in accordance with the Specifications.

LIGHTING CONTROLLER, SPECIAL

Work shall be in accordance with Section 825 and1068 insofar as applicable, modified herein and as detailed on the
Plans.

1068.01(b) Delete Article 1068.01(b) (2) Double Door Enclosure and 1068.01(b) (3) Wall Mount Enclosure

1068.01(c) Delete Article 1068.01(c) (1) Unfinished Enclosures. The color of the finish coat for the control
cabinet shall be Durandonic dark bronze. Samples of the finish shall be submitted to the Engineer for
approval before ordering.

1068.01(e) Delete Article 1068.01(¢) (1) Time Switch. The Control Center shall be subject to the inspection and
approval of the Commonwealth Edison Company, after which, if satisfactory, the electrical cables or

wires of Commonwealth Edison Company shall be connected with the circuits of the lighting system -

at the Control Center.
Revise the first sentence of Article 1068.01(e)(4) of the Standard Specifications to read:

“Contactors shall be electrically operated, mechanically held as specified, with
the number of poles required for the service and with operating coil voltage as
indicated. The contactor shall have an in-line drive operating mechanism.”

Basis of Payment: This item shall be paid for at the Contract unit price per Each for LIGHTING CONTROLLER,
SPECIAL, which price shall include service cabinet, foundations and erections, hardware and all necessary electrical
components as described above or as shown on the Plans, installation of appurtenant components, making the
connections with Commonwealth Edison facilities, and all equipment, material and labor necessary to complete the
work in accordance with the requirements of the Contract Documents.
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